














is  connected  to  a  remote  grid.  In  this  research,  a  control 
system  has  been  developed  that  allows  wind  turbine  to 
provide reactive power to the  local  load connected between 
the grid and the wind turbine. The supplied reactive power 
from  the wind  turbine  is  controlled by  changing  the phase 
angle  of  Pulse  Width  Modulation  (PWM)  in  the  wind 
turbine  inverter.  A  proportional  controller  is  used  to 
maintain  the  reactive power  supplied by  the wind  turbine. 
Another PI  controller  is used  to maintain  the wind  turbine 
operation  at  an  optimum  tip  speed  ratio  (TSR)  to  extract 
maximum power from the wind. The proposed system along 
with  all  sub‐systems  has  been modelled  and  simulated  in 
Matlab/  Simulink.  The  simulation  results  confirm  that  the 
designed  system  is  able  to  control  the  wind  turbine  and 
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Introduction 
Wind  turbine  generation  has  been  contributing  to  a 
remarkable  percentage  to  the  total  power  generation 
in  the  world.  Recently,  it  has  been  increasing 
dramatically  because  of  governments  support  and 
public  environmental  concerns  (Cultura  2011). 
According  to  British  petroleum  statistical  review  of 




Small  wind  turbines  are  becoming  popular,  mainly 
used to meet small community energy demand, water 
pumping  and  for  remote  power  generation.  Grid‐ 
connected small wind  turbines are very useful where 
both the grid and the wind energy are available. If the 
wind  turbine  is grid‐connected,  it can use  the grid  to 
store excess power and user can get power  from grid 
when  there  is  a  lack  of  power  production  from  the 
wind.  Wind  turbine  power  production  depends  on 
wind speed. The output power is not constant at all as 
wind  speed  changes  all  times.  Wind  turbine  can 
extract  maximum  power  when  the  rotor  blades 
maintain  an  optimum  tip  speed  ratio  (TSR).  As  the 
wind  turbine  characteristics  are  nonlinear,  a  proper 
control  system  is needed  to  extract maximum power 
from  wind  (Mahmoud  2012),  (Aryuanto  2011).  For 







consume  reactive power  from  grid  but wind  turbine 
generation can be used to provide local reactive power 
consumption.  It  will  minimize  reactive  power  flow 
over the grid and thus minimizing the losses (Peiyuan 
2010).  In  article  (Peiyuan  2010),  a  stochastic 
optimization  methodology  has  been  introduced  to 
control  reactive  power  of  wind  turbines.  There  are 
several  technologies  available  to provide  the  reactive 
power  such  as  static  var  compensator  (SVC),  static 
synchronous  compensator  (STATCOM)  (Saghaleini 
2012) but all these technologies need extra equipment 
and costs.  
Reactive  power  of  wind  turbine  generation  system 
depends  on  the  inverter  configuration.  There  are 
extensive  researches  concerning  the  reactive  power 
control of the inverter. In (Bouafia 2009), a fuzzy logic 
controller  has  been  used  to  control  both  active  and 
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reactive power.  In  (Cortes  2008),  a predictive  control 
method has been introduced to control both active and 
reactive  power.  A  nonlinear  sliding  mode  control 
system  for  power  control  of  a  three  phase  grid‐
connected  inverter  is  discussed  in  (Jiabing  2011).  A 
non  linear  decoupling method  based  reactive  power 
control methodology  is  proposed  for  grid‐connected 
PV  inverter  in  (Cagnano 2011). A controlling strategy 
for Current Source Boost Inverter (CSBI) using phasor 
pulse‐width‐modulation  (PPWM)  is  proposed  and 
verified  using  simulation  result  in  (Saghaleini  2011). 
Article  (Saghaleini  2012)  describes  only  the  reactive 
power  control  with  a  CSBI  using  PPWM  in  details 
with both simulation results and experimental results. 
All  the  techniques  are  applied  to  grid‐connected 
inverter.  The  inverter  can  be  controlled  to  provide 




with  inverter  that can control reactive power  flow.  In 
this  paper,  a  control  system  for  control  of  reactive 
power  along  with  maximum  power  point  tracking 
(MPPT)  operation  has  been  developed  for  a  small 
wind turbine.  












in  (Alimuzzaman  2012).  From  that  recent  article,  it  is 
clear that most of the commercial available small wind 
turbine cannot produce reactive power when required. 
Figure  1(a)  below  shows  that  the  reactive  power  is 
drawn  from  the  grid  when  an  induction  motor  is 
connected between grid and turbine. Figure 1(b) below 
shows  reactive  power  is  drawn  from  the  grid  test 
results of another wind turbine. It is evident that when 
an  induction  motor  is  connected,  all  the  reactive 
power comes from the grid and wind turbine inverter 
does  not  contribute.  A  local  capacitor  can  help  to 




provide  the  reactive  power  for  the  local  load, which 
could  be  achieved  by  a modification  to  the  inverter 
control as proposed below.  
Small Wind Turbine Configuration for This 
Research  
In this research, a small wind turbine system similar to 








The  main  parts  of  the  system  are  wind  turbine, 
permanent  magnet  generator  and  the  power 
electronics. 
Wind turbine: The wind turbine used in this study is a 
1.1  kW  system.  The  well‐known  equation  of  wind 
turbine power is 
  P ൌ .5ρAVଷC୮                                (1)  
Where  
 C୮ ൌ fሺλሻ                  (2) 































































Cp  is assumed as 0.5 and  it happens when  tip  speed 
ratio is six. Generally, Cp increases with the increment 
of tip speed ratio for variable speed wind turbine until 
Cp  reaches  its  maximum  value  and  after  that  it 
decreases  with  tip  speed  ratio  increases  (Ming‐Fa 
2012),  (Putrus  2009),  (Bhowmik  1998).  The  following 
equation  (4)  represents  a  typical  Cp‐λ  characteristic 
where Cp  is maximum  (0.5) when  λ  is  equal  to  six. 
This  equation  is  used  to  define  the Cp‐λ  relation  of 
this particular small wind turbine. 
Cp= ‐0.014λ2 +0.169 λ‐0.002                         (4) 




Permanent  Magnet  Generator:  For  this  system,  a 
permanent  magnet  synchronous  generator  has  been 
used. The generator is 1.4 kW, 4 pole machine.  
The  generator  is  modelled  using  the  following 
equations (Damien 1997). 
ୢ






Lౚ pω୰i୯                                 (5) 
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Power  electronics:  The  generator  is  connected  to  a 







the  phase  control  of  the  PWM  inverter.  Blocks  from 
Simulink  power  system  block‐set  are  used  to model 
the power electronics. Block parameters were adjusted 





International Journal of Energy Science (IJES) Volume 3 Issue 5, October 2013                            www.ijesci.org 
DOI: 10.14355/ijes.2013.0305.02 
307 
Control System Design 
In  this  system,  there  are  two  different  control  units 
and  they  are  independent.  Detailed  description  of 
these control systems are presented below.  
Active Power Control System 
To  extract maximum power,  the wind  turbine has  to 
rotate  at  a  specific  speed  at  a particular wind  speed. 
When  it  passes  through  the  air,  the  turbine  blade 
creates  turbulence and wake.  If  the subsequent blade 
arrives  before  the  turbulence  has  vanished,  it  is  not 
possible to extract maximum power from the wind but 
if the blade arrives just after the wake has vanished, it 
can  extract more  power.  For  any  turbine,  this  effect 
can  be  assigned  a  constant  number  referred  to  as 
optimum TSR (Kooning 2012). 
The power coefficient of a wind turbine is maximized 
when  it  rotates  at  the  optimum  tip  speed  ratio.  The 
main objective of this active power control system is to 
maintain  the  tip speed  ratio at  its optimum value  for 
any  wind  speed.  In  this  research,  a  PI  controller  is 
used with the DC‐DC boost converter. A speed sensor 
measures  the  rotational  speed  of  the  turbine  and  an 
anemometer  measures  wind  speed,  and  the 
instantaneous TSR is calculated with these two values. 
The instantaneous TSR is compared with the optimum 
TSR,  and  thus  the  error  is  calculated.  (see  Figure  4) 
The PI  is used to correct the error  in TSR. The output 
signal  of  the  PI  controller  is  compared  with  a 
triangular wave and a gate signal is generated for the 
DC‐DC  boost  converter  switch  and  thus  the  DC 
current from the generator to load is controlled. As the 
generator  rpm  depends  on  its  load,  indirectly  the 




If  instantaneous TSR  is  the  same as  the desired TSR, 
then  the  PWM  duty  ratio  is  not  changed.  If 
instantaneous  TSR  is  more  than  the  optimum  TSR, 




The  designed  controller  also  makes  sure  that  the 
maximum power is extracted from the wind. 
Reactive Power Control System Design 







generator  is  carrier‐based.  It  creates  pulses  by 






output  voltage  depend  on  the  characteristics  of  the 













Memory  block  is  added  to  avoid  loop  error.  The 
controller works  on  the  basis  of  the  reactive  power 
error. Reactive power  error  is  the difference between 
the  reactive power needed  by  the  local  load  and  the 
reactive power produced by the inverter. The memory 
block remembers  the phase angle value  that has been 
used  during  the  previous  time  step.  The  controller 
changes  its  output  according  to  the  error,  and using 
the memory  value  it  adjusts  the  phase  angle  of  the 
PWM generator to make the error equal to zero. With 
this control  system,  the  reactive power production of 
the wind  turbine can be controlled and  thus  the  total 
reactive  power  exchanges with  the  grid  can  be  also 
controlled. 
System Simulation and Results 
After modeling in Simulink, the total system has been 
simulated  for  different  wind  speeds  and  load 






In  Figure  7  it  is  shown  that  TSR  is  constant  and  its 




from  the grid  is equal  to zero and  for  this  reason  the 
power factor is also very close to unity. 
Case  study  2: wind  speed=10m/s,  load=resistive  and 
reactive load, simulation run time= one second 
In  this  case(  Figure  8),  as  the  load  is  not  purely 
resistive, the inverter produces reactive power to meet 









In  this  case  (Figure  9),  there  are  sudden  changes  of 
wind  speed  and  the  stability  of  the  system  has  been 
verified.  When  wind  speed  changes  from  12m/s  to 
10m/s, the active power control circuit still maintains a 
TSR of six. Active power decreases as the wind speed 







unchanged.  This  indicates  that  the  designed  control 
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system  extracts maximum power  from  the wind  and 
provides reactive power for the local load. This model 




for  a  small  wind  turbine  system  that  extracts 
maximum power from the wind, and ensures that the 




system  is  less complicated, as  it does not  require any 
rotational reference or use d‐q machine theory. A wind 
turbine  system  with  this  type  of  technology  will 
provide or consume zero reactive power to or from the 
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